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GRAVEL BACKEFILL

4" OR 6" PVC SEWER PIPE

T

REDUCER COUPLING 6" X 4"

SMALL SIZE

CAST IRON VALVE
4" OR 6" THREADED PLUG BOX FRAME AND COVER
WITH 2" SQUARE DRIVER LABELED SEWER

CONCRETE OR
~

ASPHALT DRIVE

/ GRAVEL BASE

4" OR 6" CLEAN OUT ADAPTER
WITH FEMALE THREADS

TEE WYE (MOLDED)

SERVICE LINE
FROM MAIN

(AS NEEDED) \

— = FLOW —p»

HOUSE SERVICE LINE
PVC SCHEDULE #40

USE CRUSHED STONE BEDDING IN ROCK TRENCH
AND EXCAVATED MATERIAL IN EARTH TRENCH

6" THREADED PLUG WITH
2" SQUARE DRIVER

BLOCKS 12" X 12" X 3"

6" CLEANOUT ADAPTER

CONCRETE FOOTING . - = e WITH FEMALE THREADS

GENERAL NOTE

- ALL FITTINGS AND LINES TO BE PVC, SOLVENT WELD (SDR-35)

- INSPECTION ASSEMBLY TO BE INSTALLED AS REQ'D BY CODE.

— " STANDARD
- DEVIDE SHOULD BE INSTALLED AFTER FINAL GRADING HAS BEEN PERFORMED. CONCRETE
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